LOAD FACTORS:

LOAD AND RESISTANCE FACTOR RATING (LRFR) SUMMARY FOR STEEL GIRDERS DESION L L L
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MINIMUM RATING FACTORS ARE BASED ON THE STRENGTH I AND
HL-93 (INVENTORY) [ N/A (D 1.04 -- .75 | 0.774 | 1.04 B I 0.00 | 0.977 | 1.53 B I 0.00 | 130 | 0.774 | 1.14 B I 0.00 SERVICE II LIMIT STATES.
DCE)iE)CN HL-93 (OPERATING) N/A 1.35 -- 1.35 0.774 | 1.35 B I 0.00 0.977 | 1.98 B I 0.00 1.00 0.774 | 1.49 B I 0.00 é(%lli’o‘[/)vEAsBleNSTRESS FOR SERVICE II LIMIT STATE ARE AS REQUIRED
L -
RATING HS-20 (INVENTORY) [ 36.00 | (2) 2.10 75.60 | 175 | 0.774 | 2.15 B I 0.00 | 0.977 | 2.10 B I 0.00 | 130 | 0.756 | 3.39 B I 54.89
HS-20 (OPERATING) | 36.00 2.72 97.92 | 1.35 | 0.774 | 2.79 B I 0.00 | 0.977 | 2.72 B I 0.00 | 1.00 | 0.756 | 4.41 B I 54,89
SNSH 13.500 5.94 80.19 | 1.40 | 0.774 | 6.82 B I 0.00 | 0.977 | 5.94 B I 0.00 1.30 | 0.756 | 7.80 B I 54.89
SNGARBS? 20.000 4.33 86.60 | 1.40 | 0.774 | 4.78 B I 0.00 | 0.977 | 4.33 B I 0.00 1.30 | 0.756 | 5.7 B I 54.89
L
§ SNAGRIS? 22.000 4.01 88.22 1.40 0.774 | 4.41 B I 0.00 0.977 4,01 B I 0.00 1.30 0.756 | 5,37 B I 54.89
Li- | SNCOTTS3 27.250 3.23 88.02 | 1.40 | 0.774 | 3.32 B I 0.00 | 0.977 | 3.23 B I 0.00 1.30 | 0.756 | 3.91 B I 54.89
w? [ SNAGGRS4 34,925 2.61 91.15 | 1.40 | o.774 | 2.61 B I 0.00 | 0.977 | 2.64 B I 0.00 1.30 | 0.756 | 3.23 B I 54,89
(@)
Z | SNS5A 35.550 2.57 91.36 | 1.40 | 0.774 | 2.57 B I 0.00 | 0.977 | 2.63 B I 0.00 1.30 | 0.756 | 3.18 B I 54.89
wm
SNS6A 39.950 2.30 91.89 | 1.40 | 0.774 | 2.30 B I 0.00 | 0.977 | 2.38 B I 0.00 1.30 | 0.756 | 2.90 B I 54.89
LEGAL SNS7B 42.000 2.19 91.98 | 1.40 | 0.774 | 2.19 B I 0.00 | 0.977 | 2.30 B I 0.00 1.30 | 0.756 | 2.77 B I 54,89
LOAD
RATING | | TNAGRIT3 33.000 2.80 92.40 | 1.40 | 0.774 | 2.80 B I 0.00 | 0.977 | 2.82 B I 0.00 1.30 | 0.756 | 3.56 B I 54.89
—
-
TNT4A 33.075 2.79 : 1.40 174 I 0.00 | 0.977 | 2.80 B I 0.00 1.30 7 3.52 B 54,89
s 92.28 2 213 | B 0.7>6 L (#) CONTROLLING LOAD RATING
S| TNTEA 41.600 2.24 93.18 | 140 | 0.774 | 2.24 B I 0.00 | 0.977 | 2.38 B I 0.00 1.30 | 0.756 | 2.89 B I 54,89
=
A [ TNT7A 42.000 2.27 93.24 | 140 | 0.774 | 2.22 B 1 | 000 | o977 | 2.35 B I 0.00 | 130 | 0.756 | 2.89 B 1 | 54.89 (1) DESIGN LOAD RATING (HL-93) %
(o'
S| TNTTB 42.000 2.25 94.50 | 1.40 | 0.774 | 2.25 B I 0.00 | 0.977 | 2.29 B I 0.00 | 130 | 0.756 | 2.93 B I 54,89 @DESIGN LOAD RATING (HS-20) % %
(@S]
<t
TNAGRI T4 43,000 92.88 | 1.40 | 0.774 | 2.16 I : 977 | 2.23 B I 0.00 1.30 | 0.756 | 2. B I 54.89
o 2.16 B 0.00 | 0.3 2.83 (3) LEGAL LOAD RATING *
< | TNAGTSA 45,000 2.07 93.15 | 1.40 | 0.774 | 2.07 B I 0.00 | o0.977 | 2.17 B I 0.00 1.30 | 0.756 | 2.70 B I 54.89
= % % SEE CHART FOR VEHICLE TYPE
= | TNAGTSB a5.000 | (3) | 2.05 | 9225 | 140 | 0.774 | 2.05 B I 0.00 | 0.977 | 2.3 B I 0.00 | 1.30 | o.756 | 2.66 B I | 54.89
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ER - EXTERIOR RIGHT GIRDER
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